SECTION 00 93 19-01
CLARIFICATION NO. 1

Dated: June 22, 2026

rroject:  East Central Mulli-Purpose Arena  |Owner:

Engineer's Project No.:

Concession and Restrooms (RE_BID) Jackson C()l!nl)’ Board of Supel'ViSOI'S NS.19141

The following are clarifications to the above referenced project:

1.

I wanted to check with you to see that the penetrations on the existing roof would void the existing roof
warranty or would we need to have whoever holds the current warranty to seal the new penetrations in the metal
roof?

For the equipment located on the top (existing metal) roof, concerns regarding the existing roof warranty
will be addressed during the submittal review. Coordination with the existing metal building provider is
required to be included in the bid. The Contractor shall be required to provide all roof curbing, flashing,
and materials necessary to support the equipment and provide a watertight penetration through the
existing roof. Equipment foundations/support locations shall be coordinated with the existing metal panel
profile/seams during construction.

One of our mechanical contractors was concerned the HP-2B would need to be installed on the upper roof for

air flow to prevent the unit from overheating.
Should the location of mechanical unit HP-2B impact the warranty, the unit may be relocated or rotated
on the low roof as necessary to acquire the warranty.

If you have any questions, please advise.

Sincerely,

NEEL-SCHAFFER, INC.

LA

W. AndrewDouglass, P.E.
Senior Project Manager
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